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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION 00010 - SOLICITATION CONTRACT FORM  
 
 
 
The following have been added by full text:  
        AMENDMENT 0007 
AMENDMENT NO. 0007 
April 21, 2010 
 
 
Except as may be otherwise described, bidding materials, and workmanship for the 
work described herein shall conform to all requirements of the original RFP.  The 
following Amendment to the previously issued RFP is made a part of the project and 
takes precedent over the section of the previously issued RFP in part, as originally 
written and over the drawings, in part, as originally drawn and/or written. 
 
This Amendment consists of two written pages; Part 3, Chapter 1 Project Description, 
page 1; Chapter 3 Site Analysis, page 3; Part 3, Chapter 4 Building Requirements, 
pages 1,2,3,4,5,6,7 and 8; Part 3; Chapter 5 Room Requirements, pages 21, 28, 102 , 
115, 123 and 133; Part 3, Chapter 6, ESR F10, page 1; Part 6, Attachments, sheet 
A102.   
 
 

Part 3, Chapter1 Project Description 

REPLACE:  

Part 3, Chapter 1 Project Description, page 1 with attached Part 3, Chapter 1 Project 
Description, page 1.  

Part 3, Chapter 3 Site Analysis 

REPLACE:  

Part 3, Chapter 3 Site Analysis, page 3 with attached Part 3, Chapter 3 Site Analysis, 
page 3.  

Part 3, Chapter 4 Building Requirements 

REPLACE:  

Part 3, Chapter 4 Building Requirements, pages 1,2,3,4,5,6,7 and 8 with attached Part 
3, Chapter 4 Building Requirements, pages 1,2,3,4,5,6,7 and 8. 
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Part 3, Chapter 5 Room Requirements 

REPLACE:  

Part 3, Chapter 5 Room Requirements, pages 21, 28, 102, 115 and 123 with attached 
Part 3, Chapter 5 Room Requirements, pages 21, 28, 102, 115 and 123. 
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Part 3, Chapter 5 Room Requirements 

REPLACE:  

Part 3, Chapter 5 Room Requirements, pages 133 and 134 with attached Part 3, 
Chapter 5 Room Requirements, page 133. 

 

Part 3, Chapter 6 ESR 

REPLACE:  

Part 3, Chapter 6 ESR, F10, page 1 with attached Part 3, Chapter 6 ESR, F10, page 1.. 

 

Part 6, Attachments 

REPLACE:  

Part 6, Attachments, sheet A102 with attached Part 6, Attachments, sheet A102. 

 

CLARIFICATIONS: 

 

Question: 
Applied Instruction Building  (AIB) to have capability to receive tactical vehicles. 
How is building exhaust system required to consider this event.  Can the Government 
provide clarification on the presence of vehicles in the AIB buildings?  
Response: 
Vehicles will be driven into and out of the AIB Buildings and may run for a short time. 
 
Question:  
No drawings exist for the Applied Instruction Buildings. Will drawings be issued for the 
Applied Instruction Buildings? 
Response: 
No 
 
Question: 
Please confirm which version of LEED is to be used for bidding this project. 
References are made to both version 3.0 and version 2.2.  If version 2.2, has the 
Government pre-registered the project with USGBC to allow for this? 
Response:   
The project has been pre-registered under V2.2. 
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Question: 
Please confirm which items on the matrix are part of the project base bid scope. 
Also, various items on this list are marked with an asterisk; what does this indicate? 
Response: 
All items listed on the room requirements matrix are to be included in the Base Bid 
Scope.  The Asterisk denotes "Must be compatible with existing systems at Camp 
Geiger and must fall within same criteria as existing maintenance contract".  
 
Question: 
Is the duration for the seed project 754 days? 
Response: 
Yes, the Seed Project duration is 754 CALENDARY DAYS. 
 
Question: 
Should Factor 3 Participation of Small Business in the Performance of this Contract - be 
answered in relation to the entire MACC Program or the specific Seed Project? 
Response: 
The Plan will be for the entire MACC Program. 
 
Question: 
Should Factor 4 Management Approach - be answered in relation to the entire MACC 
Program or the Specific Seed Project? 
Response: 
Yes, the entire MACC Program. 
 
Question: 
Should Factor 4 - Is the Organization Chart we are to provide under Management 
Approach supposed to address the entire MACC Program or be specific to the  
Seed Project?  
Response: 
Yes, the entire MACC Program.  
 
Question:  
Factor 5 - Task Order Execution / Quality Control Plan, asks us to include a QC 
approach including an "organization chart outlining field positions and relationships to 
the construction team."  Is this section referring specifically to the Seed Project or the 
entire MACC Program?  
Response: 
Yes, the entire MACC Program.  
 
Question: 
Does the Organization Chart count in the page limitation of five pages for Factors 4 
Management Approach?  If so, could you please expand the page limit?  Does 11x17 
count as two pages? 
Response:  
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Yes / No  
 
Question: 
Do the Key Personnel Resumes count in the page limitation of five pages for Factor 5 
Task Order Execution?  If so, could you please expand the page limit?  Often times our 
resumes are at least one pager per employee, especially with the detail we find 
important to give on the MACC. 
Response: 
Yes 
 
Question: 
Please give size / weight of combat vehicle used in the Applied Instruction Building for 
sizing of the overhead doors.  Please clarify which entries these vehicles will use-the 
north/south or east/west walls.  The site plan does not indicate vehicle from opposing 
sides to buildings A or C. 
Response: 
Size: 98" wide X 387" long X 142" high, Weight: 6300 lbs. 
 
Question: 
Various office spaces in the Academic Building are indicated as "Private Office", yet are 
only 60 sf. In size which infers that they are cubicles.  Please clarify that spaces 
indicated as "Private Office" are enclosed by permanent partitions with doors and all 
applicable room finishes OR are cubicles. 
Response:  
Indicated as permanent partitions with doors in Chapter 5, Room Requirements 
  
Question: 
Could we please have CADD drawing of the survey to help us develop plans for  
contractor to price? 
Response: 
Per 3.1.4 Topographic Survey, "Electronic files of the Topographic Survey will be 
provided to the contractor only after award of the contract". 
 
Question: 
LEED Silver rating is specified.  Is this just for the Academic Building and the Applied 
Instruction Buildings? 
Response: 
LEED Silver rating for both. 
 
Question: 
The RFP indicates that restroom/showers may have a ration other than 50/50 male to 
female in both Academic Building and Applied Instruction Building B.  Please provide a 
ration so we can layout some preliminary plans for the contractor to price.  
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 



N40085-10-R-5306 
0007 

Page 7 of 37 
 

 

 
Question:  
The room requirements page gives an occupancy for each space, should these be 
totaled ad used as occupancy load for determining number of fixtures, or should we use 
the occupancy load determined by IBC criteria for fire safety to determine the number of 
plumbing fixtures to provide? 
Response:  
The most stringent code shall be used. 
 
Question: 
Throughout the room requirement section, lockers, gear lockers, gun racks, are 
indicated without type or quantity.  Please provide so space can be adequately allotted.  
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question:  
Throughout the room requirements section, cabinetry and casework in indicated without 
type or lengths.  Please provide so space can be adequately allotted. (Providing a 
minimum length will ensure your basic needs are met within the scope of the RFP). 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question: 
The Auditorium indicates fixed seating.  Please indicate if a sloped floor is desired and 
what type of seating is desired, as there is a wide range of products available.  Plan 
seems to indicate a flat floor with one step up stage area with a dashed rectangle. 
Please confirm what is desired. 
Response: 
A flat floor is desired.  For the remaining parts of this item please comply with the RFP. 
 
Question: 
The Sand Table includes telescoping seating.  What material is desired and how many 
seats should be provided at what depth?  
Response: 
See Amendment 7. 
 
Question:  
Chapter 5, p. 28, indicates 12 showers, the space characteristics indicated 4 individual 
controlled showers at each head.  Two questions:  Is the shower/locker room 
requirement for 2 rooms (men's and women's)?    Should there be 4 individual showers 
and 8 shower heads in a gang shower for each sex?   Please clarify.  
Response: 
See Amendment 7. 
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Question: 
Women's and Men's heads indicate porcelain lavatories, are these counter mounted or 
individual wall hung?  No counter is indicated, buy may be desired. 
Response:  
This issue falls under the responsibilities of the Designer of Record.  
 
Question: 
Chapter 5, page 31, Please clarify warehouse equipment size requirements so 
adequate space can be allotted. 
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question: 
Chapter 5, general, do the staff/student restrooms and showers need to be 
handicapped accessible as well as the public restrooms in the Academic Building and 
the Applied Instruction Building B? 
Response: 
Yes. 
 
Question: 
Chapter 5, page 60, What sizes should the cubicles be? 
Response: 
Sizes are listed in Chapter 4 - Building Requirements.  
 
Question: 
Please confirm that we are to provide unisex showers/lockers with single occupant 
unisex head on the second deck. 
Response: 
See Amendment 7. 
 
Question:  
Chapter 5, page 73, what is a COC area?  How Large?  Is the storage area per suite or 
1 for entire area?  Are there 3 lockers per suite or 3 in entire area? 
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
Chapter 5, page 74, indicates a SIM comm. room.  How large should this room be and 
what is its relationship to suites?  Will one suite contain comm. room, storage area and 
lockers? 
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
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Question:  
Chapter 5, page 110-111, what are the bookcase capacity requirements?  
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
Chapter 5, page 112, please confirm that blinds are desired at entry vestibules. 
Response: 
Yes, blinds are desired at vestibules. 
 
Question:  
Part 3, Chapter 6, B202001 - are fixed windows or operable windows required? 
If a combination, please indicate where operable windows are desired. 
Response:  
Fixed windows.  
 
Question: 
Part 3, Chapter 6, B301006, is a roof hatch required?  Roofs are indicted to be steep 
slope roofs. 
Response: 
Roof hatch is needed if required by code. 
 
Question:  
What pitch qualifies as steep slope roof?  3:12?   4:12? 
Response: 
4:12 Minimum slope 
 
Question:  
What is the deadline/last day for all RFI's? 
Response:  
10 days prior to receipt of proposals.  
 
Question: 
Part 3, Chapter 5, pg. 32 
Please confirm number of staff at any one given time in the Duty Area / Counter Area-
Main Entrance.  Space tabulation states 100 sq. ft.; Requirements documents states 
occupancy of 20. 
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
Part 3, Chapter 6, ESR E20, Pg. 4 E201006 Reception Area; Please confirm if a 
Reception Area is required as this is currently not identified except in Chp. 6. 
Response:  



N40085-10-R-5306 
0007 

Page 10 of 37 
 

 

This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
C103005 Lockers:  Please furnish locker dimensions for the "Unisex Showers and 
Lockers". 
Response: 
16" X 12" X 72" Double Tier Metal Lockers.  
 
Question:  
C103005 Lockers:  Please furnish locker dimensions for the "Showers and Lockers for 
Women"? 
Response: 
16" X 12" X 72" Double Tier Metal Lockers.  
 
Question:  
Please furnish locker dimensions for the "Showers/Lockers"? 
Response:  
16" X 12" X 72" Double Tier Metal Lockers.  
 
Question:  
C103005 Locker:  Please furnish locker dimensions for the "Women's 
Showers/Lockers". 
Response:  
16" X 12" X 72" Double Tier Metal Lockers.  
 
Question:  
C302001 Tile Floor Finish:  Are one piece Terrazzo Shower Pans acceptable in lieu of 
Porcelain Paver Tile? 
Response:  
No 
 
Question:  
Occupancy states 28; 25 are indicated on the following page under Data 
Communications.  Confirm actual number of drops required. 
Response:  
Numbers are correct.  Please comply with the RFP. 
 
Question: 
Occupancy states 26; 15 are indicated on the following page under Data 
Communications. Confirm actual number of drops required. 
Response:  
Numbers are correct.  Please comply with the RFP. 
 
Question:  
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Is the Weapons Rack and Gear Lockers to be a Space Saver Mechanical Assist type 
system? 
Response:  
No. 
 
Question:  
C302004 Athletic Rubber Tile:  Please confirm thickness of Athletic Rubber Tile and 
confirm if this applies to all locations where this material is identified? 
Response:  
The thickness is stated in C302004. 
 
Question:  
Please confirm if mirrors are required for this room, if so, please furnish the mirror 
dimensions and quantity? 
Response:  
Please comply with the RFP. 
 
Question:  
C103010 Casework:  Please confirm Laminated or Wood Casework for Machine Gun 
Storage is expected for this location as we do not believe this will pass Physical 
Security Requirements If so, please furnish dimensions for the casework. 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
Indicate linear footage of base and upper cabinets required for this spaces noted below: 
Storage Room / Copy Room, Pg. 25 
Student Lounge, Pg. 27 
Copy Area, Pg. 62 
Mess, Pg. 63 
Conference Room, Pg. 67 
Infantry Team Leader Course, Pg. 97 
Instructor Lounge, Pg. 98 
Student Lounge, Pg. 100 
Mess, Pg. 103 
File Storage Area, Pg. 104 
Conference Room, Pg. 107 
Multi Purpose, Pg. 109 
Library, Pg. 111 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
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E103003 Warehouse Equipment:  Please clarify whether this is a lockable Space Saver 
Mechanical Assist System within a cage. 
Response:  
No, it is not.  
 
Question:  
Is the Pass Thru Window a sliding window or fixed glazing with a deal plate? 
Response:  
To be determined by Designer of Record. 
 
Question:  
Please identify the cabling requirements for the AV Systems. 
Response: 
Please comply with the RFP. 
 
Question:  
Secure Storage:  Please confirm storage requirements for this space and if this is the 
Contractor's responsibility. 
Response:  
Please clarify…  
 
Question:  
Please confirm the clear interior cab dimensions and minimum capacity for the 
passenger elevator.  
Response: 
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
Is Red Cell area part of the SIM Lab? 
Response:  
No, it is not. 
 
Question  
What is the security level of the Red Cell area? 
Is it considered OSS? Will PDS be required within the Red Cell area? 
Response: 
None.  
 
Question:  
RFP calls out the connection point for the fiber optic and copper cable.  Are these 
locations also where the new duct bank will extend from or are they just the point from 
which new cable will be run?  Is there existing duct bank between the connection point 
and the building site?  Is there sufficient space in the existing duct bank for new building 
cables? 
Response:  
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No duct exists from the connection points to the new buildings. 
 
Question:  
Where is the Audio / Visual equipment going to be mounted within each classroom? 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
What is the capacity of the Stormwater BMPs located to the south of the new armor 
facility?  Can the designer use either of these existing BMPs to manage the stormwater 
from the Secure Storage Facility and adjancent parking lot site? 
Response:  
Please comply with the RFP. 
 
Question:  
Camp Geiger RFI Questions - Electrical - Telecomm - Security Systems 
RFP D503001:  How may PDS drops are required in the facility?  This is an expensive 
item and cost is dependent on the number os SIPRNET drops.  If there are a large 
number of SIPRNET drops required, say more than 30, would it be acceptable to secure 
the building with an IDS and access control system and eliminate the PDS in the 
building? 
Response:  
Please comply with the RFP.  
 
Question:  
Is it acceptable to install the overhead electric system in accordance with Progress 
Energy Requirements which appears to the standards for Camp Lejeune Electrical 
Distribution System? 
Response:  
Yes 
 
Question:  
Table indicates a ceiling height of 20'.  Since this is an open structure, does the ceiling 
height requirement refer to the eave height or peak height?  Is a flat ceiling at 20' 
required throughout the entire covered area? 
Response:  
20' is the minimum clear vertical distance from the floor to any part of the structure 
above. 
 
Question:  
The BEAP Guide contradicts itself as far as style goes.  States in 2-22 that new 
construction at Camp Geiger is more contemporary including the Mess Hall and BEQ's.  
It then states in section 4-10 that Camp Geiger Admin. Buildings should relate to 
Georgian Architecture and evoke a sense of Tradition.  Please confirm required exterior 
architectural theme. 
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Response:  
Please comply with the RFP. 
 
Question:  
Secure Storage Building:  The floor plans, and space characteristics tables indicate a 
mechanical room and give notation "heat and ventilate".  Section D30 HVAC item #1 
indicates "no mechanical systems required for the secure Storage Building and 
Emergency Weather Shelter".  Please clarify the requirement. 
Response:  
See Amendment 7. 
 
Question:  
In this section of the RFP it is clearly stated that dumpster pads needs to be provided "in 
accordance with UFC 3-200-10N for project site" and to also "locate pad for easy 
accessibility and minimum disruption of through traffic flows while also meeting ATFP 
standards."   No designated areas for dumpsters have been shown.  Where do these 
dumpster pads need to be required, and in what number, for each building?  Clarity 
regarding this issue is requested. 
Response:  
This issue falls under the responsibilities of the Designer of Record.  
 
Question:  
In the specified sections of the RFP reference is made to a "material laydown and 
storage area" or simply "laydown areas", however nowhere else in the RFP is the 
proposed location of these areas illustrated.  Thus, clarity regarding the proper location 
of these construction laydown area is requested. 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
As shown on the CS-101 drawing a new parking lot proposed located north of 3rd Street 
will be constructed through a portion of B Street.  However, on the 3.1 Existing Site 
Conditions drawing this portion of B Street is not shown as being demolished.  Hence, 
what needs to happen with this portion of B Street located within the new parking lot?  
Will this pavement need to be demolished and removed or is a simple pavement overlay 
possible here? 
Response: 
"B" Street is to be demolished between 3rd and 2nd Streets.  See Amendment 7. 
 
Question:  
In this section of the RFP it is stated that we need to "provide a fire department 
connection within 150 feet of a fire hydrant."  However, no other specific information 
about this connection is provided.  For example, shall this fire department connection 
(FDC) be Siamese or Storz style?  Also, does the FDC need to be an exposed or flush 
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mount FDC (at the building wall) or a free standing one located near the building?  
Clarity regarding these questions is requested?  
Response:  
The DBFPE shall designate the FDC specifics as part of the design.  The RFP indicates 
a wall mounted FDC. 
 
Question:  
Does the Camp Lejeune Fire Department require specific access drives?   What are the 
dimensions and weights of their trucks? 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful will be involved in a Concept Design Workshop with the user. 
 
Question:  
What is the length, weight, and turning radius of vehicles expected on all areas of the 
site such as (if applicable):  Delivery truck (e.g., 40' long intermediate, 74' long interstate 
semi-trailer, etc.)  Front loading garbage truck.  Bus (e.g. 40' Long or 60' long (coach) 
bus? 
Response:  
Provide a minimum 50' turning radius for motor vehicles.  
 
Question:  
On the RFP provided C-105 Topographic Survey drawing, two existing sanitary 
manholes are shown as being present immediately west of C Street.  However, these 
manholes are shown without a pipe connecting them.  We have no way to tell if these 
manholes (from the drawings alone) whether these are still in operation of have been 
abandoned in place.  Thus, clarity regarding the status of these sanitary manholes and 
if a sanitary pipe is present between these manholes is requested.  (Note:  The 
specified manholes have rim elevations of 18.41' & 17.93' as shown on the plan.) 
Response:  
Manhole rim = 17.93 is abandoned.  There is no observable pipe connecting that 
manhole with manhole rim = 18.41. 
 
Question:  
In the basic solicitation document issued on 02 Dec 2009, on page 39, under Factor 3, 
paragraph D.2.b there is a statement "The standard has been met when the Offeror 
demonstrates satisfactory past performance in utilizing HUBZone, SB, SDB, WOSB, 
VOSB, SDVOSB, and if applicable, HBCU/MI. "Past Performance in subcontracting to 
small businesses was addressed in Subfactor 2C of our Phase 1 proposal.  Is it 
NAVFAC's intent that this past 
performance information be provided again in the Phase 2 proposal?   
Response: See Amendment 6. 
  
Question:  
Where is the Audio / Visual equipment going to be mounted within each classroom? 
Response:  
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This issue falls under the responsibilities of the Designer of Record.  
 
Question:  
As shown on the RFP provided Topographic Survey drawings the pavement survey 
located around the existing armory, within the fenced area, is currently asphalt paving.  
The question we have is if asphalt pavement be required around the storage building, 
within the fenced area? 
a.  As stated in this section of the RFP we need to "provide 50 parking spaces of 
visitors, staff, and handicap parking" and based upon the site layout this parking area 
will need to be located east of the site with access off of "E" Street.  However, in order 
to locate this parking in that area we need topographical mapping information of that 
area.  The provided topographical survey drawings do not have coverage in this area.  
Hence, we would like to request that his  
information be provided. 
b.  On Drawing 3.1 the RFP shows "D" Street (existing parking lot) is to be removed all 
the way to 8th Street on the south.  Is this correct?  If so, a topographical survey for the 
street will be necessary.  Hence, we would like to request that this information be 
provided. 
c.  As shown on the RFP provided Topographic Survey drawings there is an existing 15" 
storm pipe and catch basins located with the proposed SSB fence enclosed area.  Can 
the storm sewer stay in place if the catch basin grates are bolted or welded to the frame 
to make them childproof? 
d.  As shown on the RFP provided Topographic Survey drawings there is existing 
sanitary sewer and a water main located within the new SSB fenced in area.  Do they 
have to be relocated out of the secured area?  Also, the sanitary sewer service line to 
the armory on the west could possibly be located within the secured area since this 
sanitary line is so close? 
e.  As shown on the RFP provided topographic Survey drawings there is an existing 24" 
diameter, RCP storm sewer running on the south side of the armory.  Per the elevations 
show on the survey this 24" diameter pipe flows to a CDI in "D" Street and then runs to 
the south to a 15" diameter RCP.  It seems odd that a newly constructed storm sewer 
actually runs into a smaller diameter storm sewer system (e.g. a 24" pipe going into a 
15").  Thus clarity as to why this is the case is requested as this is something not 
commonly seen when most storm drainage  
systems. 
f.  As shown on the RFP provided Topographic Survey drawings there is existing 
dumpster pad located inside the proposed secure storage area and will have to be 
relocated.  However, there isn't really any space to locate a dumpster on the project 
site.  Hence, we need to know where to relocate it and also if this relocation be done by 
others? 
Response:  
Please comply with the RFP.  
(a)  Survey of new parking area is covered on topographic sheet C-106. 
(b)  General System Requirements states that "Prior to starting work, physically verify 
the location of all existing utilities and obtain all additional survey data required to 
provide a quality final design.  
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 c  Storm sewer pipes can stay in place if not within 8 feet of the new building.  New 
storm water inlets shall be provided, or existing storm water inlets modified to suit the 
site requirements. 
(d)  Existing water and sewer lines can remain within the fenced area but not within 8 
feet of the new building.  
(e)  The storm drain pipes in "D" Street all drain to the 24" pipe that departs on the west 
side of "D" Street.  Attached is the base infrastructure map of the storm drains in that 
area.  The southernmost strom structure on the west side of "D" Street has a structure 
invert of 9.82, the 15" pipe invert is 10.24.  The southernmost structure on the east side 
of "D" Street has a structure invert of 10.04, the 15" pipe invert is 10.20. 
(f)  The new dumpster for the Secure Storage Facility should be located on the east side 
of the new entrance from Seventh Street. 
 
Question:  
In the Room Requirements of the Academic Building (Part 3, Ch 5, Page 28 of the 
RFP), the Space Requirements of the Showers / Lockers for the first floor only list the 
Function of Showers and Lockers for women, and do not mention the Function or 
numbers of Showers and Lockers for men.  Please provide clarification of how many 
Showers and Lockers should be provided for men in this location.  
Response:  
This issue to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question:  
Part 3, Section 2.3, states: that the project shall comply with the Engineering and 
Construction Bulletin 2008-01.  ECB 2008-01 requires compliance with EO 13423 and 
the Federal Leadership in High Performance and Sustainable Buildings Memorandum 
of Understanding (FL HPSB MOU). 
Both of these require compliance with various "Guiding Principles" (dated 12/1/08), or 
compliance with a thrid-party certification program. 
a.  Verify if the credits identified as "mandatory" under section 2.3.1 are mandatory or 
only in compliance with the "Guiding Principles".  
b.  Verify if compliance with ASHRAE 90.1-2007 is required as indicated in the "Guiding 
Principles" or 90.1-2004 as required by EPAct 2005 and LEED-NCv2.2. 
Response:  
a.  Credits in section 2.3.1 are mandatory.  
b. ASHRAE 90.1-2005 
 
Question:  
How will the certification of the multiple buildings be conducted?  Will each building be 
certified individually?  Will the Application Guide for Multiple Building and On-Campus 
(AGMBC) projects be used?  If the AGMBC is used and there is only a single project 
registration who will register the additional projects required for the different building 
types? 
Response:  
Each building in this design is to be certified individually.  
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Question:  
The Solicitation Description indicates that the foundation is to be pile-supported.  Is this 
a requirement?  Or are we, as the Design-Build Contractor, to make a recommendation 
based upon site conditions?  
Response:  
This issue falls under the responsibilities of the Designer of Record. 
 
Question:  
The Small Auditorium program indicates, but there is not enough space allocation for 
this many people.  Please verify that this space needs to accommodate 450 people. 
Response:  
The correct figure is 150.  See Amendment 7. 
 
Question:  
On other NAVFAC projects there has been the requirement for the Elevators to be a 
plunger-type.  Is this a requirement for this project?  
Response:  
This issue falls under the responsibilities of the Designer of Record.  
 
Question: 
How is the overhang at the entry area figured in the SF calculations?  Is the space it 
counted as full or 1/2? 
Response:  
Yes 
 
Question:  
Will Recovery Act funds be used for this project? 
Response:  
No.  
 
Question:  
3.2.14 indicates that his building is to be LEED Silver Certified.  Is this building 
considered occupied?  Please verify if this building is required to be certified. 
Response:  
The building without ventilation are not required to the LEED Silver Certified but LEED 
credits shall be pursued to the maximum extend possible. 
 
Question: 
Is a crane permit going to be required at this site?  Are there any height restrictions for 
cranes?  
Response:  
Yes 
 
Question:  
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Are resumes required to be submitted for individuals listed in the organizational Charts? 
Do the resumes (if required) and organizational charts count towards the page 
limitations?  
Response:  
Yes 
 
Question:  
Formatting requirements state 8.5 x 11, however, for display of the organizational charts 
it would provide more clarity to utilize 11x17 and fold the sheets to lay within the binder.  
Is this acceptable?  
Response:  
11x17 is fine and only counts as one page. 
 
Question:  
Please provide an updated Bid Schedule. 
Technical Proposal portion of Solicitation - Page 39 of 49, paragraph D.1 states to 
"Identify in terms of dollar value and percentage of total proposed price, the extent of 
work you will perform as the prime contractor."  The follow sentence then states the 
same requirement reading "Identify, in terms of dollar value and percentage of total 
proposed price, the extent of work you will perform as the prime contractor."  is the 
intended to mean: Sub-contractor in the second 
sentence rather than prime?  Please advise. 
Response:  
Delete second sentence. 
 
Question:  
Technical Proposal portion of Solicitation - Page 41 of 49 Factor 6 Design Narrative 
shows a sub factor for price.  Please clarify whether there is a separate price submittal 
required just for design.  
Response: 
Price is the factor for the price of the entire project.  It is not a sub factor of Factor 6.  
 
Question:  
What is the minimum required width for new roads proposed on-site; we assume 20' 
wide.  Is that a correct assumption here? 
a.  Space Tables / Part 3, Ch 4, Pg 8 
Response: 
Please comply with the RFP.  
 
Question:  
a.  Are Sub-contractors allowed to attend the Site Walk-through on April 7th (noted in 
Amendment #0004) or is it restricted to Prime Contractors only?  If it is restricted, will 
there be another opportunity for sub-contractors to visit the site?  
b.  The first part of the Space Tabulation for the HQ and Academic Building is missing.  
Page 1 of this section starts with areas on the 2nd floor and is repeated on page 4.  
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Please provide the tabulation information for the Marine Combat Instructor Course, 
Martial Arts Instructor Course, and the Scout Sniper Basic Course. 
Response:  
Site visit has already occurred.  
 
Question:  
RFP Part 3, paragraphs 2.3.1 (n) and 2.4 require day lighting for areas with critical 
visual tasks. This appears to be in conflict with part 3, chapter 6, paragraph B2020 
which states day lighting is not preferred. 
a.  Is it correct that day lighting is to be provided for 75% of spaces having critical visual 
tasks as indicated in paragraph 2.3.1(n)?  
b.  If the answer to (a) is "yes", are areas having critical visual taks limited to 
classrooms?  
Response:  
Please comply with the RFP.  
 
Question: 
Please provide name and extension number for NAVFAC MIDLANT Utilities Allocations 
Mgr. Attempts to thus far to reach this person have not yet yielded results. 
Response:  
See RFP 
 
Question:  
The RFP only list base mounted pumps.  Given the size of the heating pumps an inline 
offers a much higher efficiency selection.  Are inline pumps acceptable?  
Response:  
Please comply with the RFP. 
 
Question:  
RFP Specification Section 27 10 00, part 2.3.2.1 states that the Horizontal Copper 
Cabling shall be Category 5E/6.  RFP Section D503001 "Telecommunications Systems 
states that Category 6 cabling is be used.  UFC 3-580-10 states that Category 6 Cabling 
is not supported under the current NMCI contract.  Please specify what type of 
horizontal cabling will be used on this  
project, Category 5E or Category 6.  
Response:  
Category 6 
  
Question:  
RFP Sections D503002 and D503003 discuss the requirements for the Public Address 
Systems and the Intercommunications Systems.  May these systems share the same 
Speaker and Wiring Infrastructure as the Mass Notification System (i.e. not having 3 
sets of speakers basically right next to each other for each system).  
Response:  
Design is the responsibility of the Designer of Record, subject to the requirements of the 
RFP and reference documents UFC 4-021-01 will allow the PA system to be combined 
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with the FA/MNS in existing buildings and for new construction when it is a small 
building.  So, for the Academic Training Facility, the short answer is "No".  In smaller 
building the system tends to be very simple 
however with larger buildings the speaker system gets to be elaborate and UFC-4-021-
01 discourages it. 
 
Question:  
M2 Heavy Machine gun program space is 150 SF.  However, the Space Characteristics 
of this room (Part 3 - Chapter 5, Page 17) indicates occupancy of 38 students, with 
sufficient class-room tables and chairs.  Please provide direction to make occupancy 
and area compatible.  
Response:  
See Amendment 7. 
 
Question:  
Shows new paving East of the existing BEQ.  Several mature trees are presently 
located in the area.  Is it the intent of the RFP / Navy to save the existing trees located 
East of the BEQ?  
Response:  
This issue falls under the responsibilities of the Designer of Record.  
 
Question:  
The RFP does not provide required floor loadings.  Should floor loadings for be selected 
from the IBC / appropriate UFC, or does the Navy require alternate floor capacities?  
Response:  
Please comply with the RFP 
 
Question:  
Requires that the design be implemented to achieve compliance with LEED Indoor 
Environmental Quality (EQ) - Credit 8.1 Daylight and Views which requires, "Achieve a 
minimum daylight factor of 2% excluding direct sunlight in 75% of all space occupied for 
critical visual tasks.  Provide automatic dimming controls or accessible manual controls 
and appropriate glare control.  "The  
amount of windows required to achieve this required credit directly conflicts with the 
30% energy reduction requirements of LEED Energy & Atmosphere - Credit 1 Optimize 
Energy Performance.  Furthermore, the attainment of this credit will significantly impact 
the cost of the window units in terms of compliance with ATFP requirements under UFC 
4-010-01.  Please re-consider the requirements to achieve the LEED EQ -Credit 8.1.  
Once again, the answers to  
most of these RFI's has the potential to impact our technical and pricing solutions, so 
your diligent and response to these questions would be greatly appreciated.  We look 
forward to receiving your responses.  
Response: 
Please comply with the RFP.  
 
Question:  
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The RFP does not state whether process and receptacle loads should be included in 
the energy analysis for ASHRAE, LEED, or Epact 2005.  Please confirm that receptacle 
and the process loads should not be included in the calculations for LEED and EPAct.  
Response: 
The designer is responsible for interpreting the requirements.  Do not assume that 
receptacle and process loads are not to be included. 
 
Question:  
In order to determine if domestic hot water heat recovery associated with the chiller is 
life cycle cost effective, we need to have utility costs associated with the steam plant 
and other utilities. Please provide all utility rates (steam, electric, water, etc.) as this 
information is necessary to perform the energy analysis per the RFP.  
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question:  
Is site steam available during the summer months for heating domestic hot water?  
Response:  
Yes 
 
Question:  
Please confirm that return air ductwork is required.  Also, please confirm that four air 
changes per hour with the VAV System are also required.  Please note that providing 
four air changes per hour would most likely turn the VAV system into a constant volume 
system utilizing additional fan energy and reheat which will make it very difficult to meet 
the energy saving goals for the project.  
Response:  
Return air ductwork is a requirement.  Four air changes is a requirement.  Refer to UFC-
3-400-10N.  
 
Question: 
Indicates polystyrene in the masonry cavity but does not mention roof insulation.  
a.  Is roof insulation required? 
b.  Is so, what are the minimum R Values? 
Response: 
Please comply with the RFP.  
 
Question:  
Minimum sidewalk width or concrete thickness has not been indicated on the drawings.  
What is the minimum required width for typical troop movements for this area?  What is 
the minimum concrete thickness required?  
Response:  
Please comply with the RFP.  
 
Question:  
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Suggested Systems Requirements requires "Dedicated outdoor air units be provided  
with chilled and hot water coils where chilled and hot water is generated via water 
source heat pumps."  Will alternate dedicated outdoor air units be acceptable if widely 
used in the industry and proven successful for more than 5 years?  
Response:  
Yes.  Alternate systems will be acceptable. 
 
Question:  
Will natural gas heating system be acceptable if the life cycle cost analysis 
demonstrates it to be the lowest cost?  
Response:  
Please comply with the RFP.  
 
Question:  
Will point of use Water heater be acceptable if life cycle cost analysis demonstrate it to 
be lowest cost?  
Response:  
Point-of-use water heaters are acceptable if they meet all the requirements of EPAct 
2005, LEED 2.2, and ASHRAE 90.1. 
 
Question:  
What winding material is required for the pad-mounted transformers (copper or 
aluminum)?  
Response:  
Please comply with the RFP.  
 
Question:  
The RFP requires some overhead primary electrical to be replaced with a larger 
conductor. The conductors to be replaced start at the sub-station on "A" street and end 
at G-640 buildings gang switch.  Do the sub-branches off of the main route need to be 
replaced also?  For example the overhead conductors down 9th St. and 11th St.  
Response:  
Please comply with the RFP.  
 
Question:  
Some sites have overhead power across the road from the site.  Can OH primary be 
spanned across the street or is a duct bank under the street required? 
Response: 
Design is the responsibility of the Designer of Record, subject to the requirements of the 
RFP and reference documents.  
 
Question:  
What is the minimum separation distance required for the utility transformer and the 
building?  
Response:  
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Separation distance is design dependent.  Please comply with the requirements of the 
RFP and reference documents. 
 
 Question:  
Amendment 6 is very confusing with respect to Factor 3.  In the amendment we are 
asked to delete Factor 3 and substitute it with new text as provided on pages 4 and 5 of 
the amendment. This new text is identical to the text in the original proposal, except that 
the title of Factor 3 on page 4 has been changed to "Subcontracting Plan."  The title of 
this section in the original proposal was "Participation of Small Business in the 
Performance of the Contract." 
In addition, on page 41 of the RFP, the list of Price Solution Submittal Requirements 
indicates that the Subcontracting Plan should be submitted as part of the Price 
Proposal. 
a.  Was NAVFAC's intent to delete Factor 3 from the Technical Proposal?  Please make 
a statement of whether it should be deleted or not.  The answers to several questions in 
Amendment 6 also leads to this confusion. 
b.  If based on RFP page 41, the Subcontracting Plan is only to be included in the Price 
volume, please confirm that the new title of Factor 3 is Subcontracting Plan.  Or, is it 
your intent that we provide the subcontracting plan in Factor 3 in the Technical Proposal 
as well? 
Response:  
The Subcontracting Plan shall be submitted with the price proposal; the title can be 
Subcontracting Plan.  
 
Question:  
In Amendment 6, page 8 of 11, NAVFAC did not clearly answer our previous question 
concerning Factor 3, Paragraph D.2, Basis of Evaluation, Subparagraph b, concerning 
addressing past performance in the utilization of small businesses: 
a.  Factor 3, paragraph D.2, Basis of Evaluation, sub-paragraph b. states: "the standard 
has been met when the Offeror demonstrates satisfactory past performance in utilizing 
HUBzone, SB, SDB, WOSB, VOSB, SDVOSB firms, and if applicable, HBCU/MI." 
Where is the Phase 2 Proposal Submittal Requirements to show Past Performance in 
the utilization of Small Businesses? 
b.  This was a requirement of the Phase 1 evaluation - is it also a requirement of the 
Phase 3 proposal? 
c.  In our Phase I proposal, we provided that information.  Please address specifically 
whether you expect past performance in utilizing Small Businesses to be addressed 
again in the Phase II proposal.  If so, where should this be included? 
Response:  
See Amendment 6, (c.)  No, just the Subcontracting Plan is required.  
 
Question:  
D20 - General System requirements mentions Steam to generate hot water.  What is 
the available pounds per hour and pressure for the steam?  In order to get a better feel 
for the size of the water heater and steam heat exchanger, how many total showers are 
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there in the Academic Facility and how many times will they be used (roughly) 
throughout the day? 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
  
Question:  
According to Section D503090, the first paragraph requires "rough-in for an individual 
inhabited facility / building subsystem type mass notification system as described in 
Section D40.  "Section D40."  Section D40 does not refer to an "individual inhabited 
facility",  only the Emergency Weather Shelter.  Please clarify extent of Section 
D503090 first paragraph.  What building is the applicable to?  Is rough-in only (empty 
raceways) required for the mass notification system?  
Response:  
Contractor shall provide mass notification systems as defined in RFP Section D40.  The 
language in D503090 reflects the fact that in some cases, the electrical contractor may 
provide rough in for the fir alarm/mass notification contractor. 
 
Question:  
According to Section G403001, the second paragraph requires a 2-pair copper cable to 
be provided to the Secure Storage building.  Refer to the Part 6 drawings title 
"Communication connection points".  There is no connection point identified for the 
Secure Storage Building. Please provide. 
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question:  
According to Section G403001, the second paragraph requires a 2-pair copper cable to 
be provided to the Secure Storage building and a 2-pair copper cable to be provided to 
the Emergency Weather Shelter building.  Nowhere else in the RFP there is an 
indication of what these 2-pair copper cables will serve at these buildings and/or how 
many outlets shall be provided at these buildings.  Please provide additional 
clarification.  
Response: 
RFP provides for outside plant connectivity into the facilities.  Provide work as defined in 
the RFP (no outlets in these facilities). 
 
Question:  
In the RFP section ESR D50 Service Entrance, the section implies that metal clad 
switchgear is required if the service size is rated at or above 1200Amps, but with no 
conditions which contradicts the requirements in UFC 3-500-10N Electrical Engineering 
Guide.  In UFC 3-500-10N, under paragraph 2-3.1.2 Switchgear, it says to specify metal 
clad switchgear for service entrance equipment when the service is over 1200Amps and 
all branch and feeder circuits are large, such as 600 or 800 Amps each.  If all branch 
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and feeder circuits are less than 600Amps, is switchboard construction acceptable per 
paragraph 2-3.1.1 Switchboards in UFC 3-500-10N? 
Response:  
Yes 
 
Question:  
For Applied Instruction facilities is 'BWB/metal stud system reinforced for impact 
resistance', per Part 4-Section C10-Page 2, an acceptable substitute for exterior wall 
assemblies specified as CMU back-up for brick veneer?  Interior walls note gypsum wall 
board on metal stud.  
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question:  
The RFP states that the Academic Building and the three Applied Instruction Buildings 
are to be Use Group - A3.  However the 2006 International Building Code (see pages 
23 and 24) shows that the uses of these 4 buildings fall within the Business Group B 
and not Assembly Group A-3. Please confirm which Use Group applies. 
Response: 
See Amendment 7. 
 
Question: 
The RFP indicates: "Freight Elevators are not used - Part # - Chapter 6/ESR D10-
Page1" and "Passenger and Freight Elevators are included in the specs - PART 4 - 
Section D10 - Pages 6-12" Please clarify which is correct.  If both a passenger and a 
freight elevator are required, could there be one elevator that meets the requirements 
for both?  
Response:  
ESR provides building specific guidelines. 
 
Question:  
The SIM LAB states "Raised floor throughout SIM Lab and COC areas (Page 73).  RED 
CELL-COC requires raised floor (Page 77).  INFANTRY OPERATIONS CHIEF 
COURSE, INFANTRY COMPANY OPS CHIEF CRSE, & COC LAB does not require 
raised floor (Page 75).  Is this correct? 
Response:  
Yes 
 
Question:  
Part 3, Chapter 6 / ESR B20-Page 1 requires SUN CONTROL DEVICES (EXTERIOR).  
Are these required on all exterior windows?  
Response:  
Please comply with the RFP.  
 
 Question:  
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The SAND TABLE Floor (Part 3, Chapter 5, Page 22) describes the floor as concrete 
deck on Steel Pan on Structural Steel Framing.  Is this correct for this first floor space or 
is the intention to be slab on grade?  
Response:  
See Amendment 7. 
 
Question:  
Part 3, CH 5, Pg. 28 - Showers and Lockers for Women. Provide 4 individual 
showerheads. Part 3, CH 5, Pg. 102 - Female student showers and lockers. Provide 4 
individual showerheads. There are no description requirements for men.  Please 
provide guidance. 
Response:  
See Amendment 7 
 
Question:  
Space Characteristics description for the Applied Instruction Classrooms requires (2) 
overhead coiling doors "at opposite ends of building" for Buildings A and C.  Site plan 
layout on A-100 indicates vehicular pavement on only one side of each building.  Please 
confirm that (2) overhead coiling doors per building are required.  If so, please clarify if 
vehicular pavement on two sides of each building is required, similar to the site layout 
shown for Building B. 
Response:  
See Amendment 7.  
 
Question:  
Space Characteristics description requires windows in the Applied Instruction 
Classrooms.  It is not clear if these windows are to be normal height windows for 
daylight and views, or clerestory type for daylight only.  Please clarify what type of 
window is desired in the Applied Instruction Classrooms.  
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user.  
 
Question:  
Space Characteristics description requires acoustical tile ceiling systems in the Applied 
Instruction Classrooms.  No minimum ceiling height is specified.  Please provide a 
minimum acceptable ceiling height for the classrooms, realizing this id dependent upon 
the combat vehicle size and resulting overhead door height.  
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user.  
 
Question 
Please confirm if sub grade fencing is required around the Secure Storage Facility.  If 
so, please confirm details of requirements (i.e. depth, foundation requirements, etc.) 
Response:  
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Sub grade fencing is not required. 
 
Question:  
Please confirm if the Gross Square Footage (GSF) set in the RFP is to be maintained, 
or are the buildings to be reduced to provide RFP set Net Square Footage (NSF) for 
each space? 
Response:  
Gross Square Footage (GSF) is to be maintained. 
 
Question:  
Emergency lighting is required by Code and the RFP.  For the Academic Building, these 
are wall mounted units with integral batteries and charging units.  For the three Applied 
Instruction Buildings only, the RFP requires a central uninterruptable power supply 
(UPS) for emergency lighting per Part 3, Chapter 5, pages 116, 117, 118, and 121.  
Please confirm that this method of powering emergency lighting is required.  This type 
of power source would imply more 
emergency lighting is desired that required by Code minimum.  
Response:  
Delete reference to central UPS powered  emergency lighting.  ESR D502002 governs 
emergency lighting for all facilities in the RFP. 
 
Question:  
The lighting requirements for most spaces are vague.  Are there any specific light fixture 
type requirements besides those for emergency and dimming?  
Response:  
Please comply with the RFP.  
 
Question:  
The power requirements for most spaces are vague.  Are there any specific power 
requirements, especially for classrooms (floor boxes, specialty equipment, etc.) besides 
those for audio / visual equipment?  
Response:  
Please comply with the RFP.  
 
Question:  
Section 502002 calls for "separate dedicated wall mounted emergency lighting".  Is this 
required where integral emergency ballasts are provided in fluorescent fixtures?  
Response:  
Do not use integral emergency ballasts. 
 
Question:  
Telecommunications Systems - There is a requirement to provide SIPRNET drops and 
a PDS is mentioned however there is no reference as to which rooms or work areas 
receive the SIPRNET drops.  Attempted to reference in the Chapter 5 individual room 
requirement sheets, but is inconclusive.  Please identify which locations require 
SIPRNET. 
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Response:  
Please comply with the RFP.  
 
Question:  
The Project Program (RFP Part 3) describes the building as a one story single slope 
roof. Amendment #4 includes drawing 1-102 which implies A-Frame roof.  Please 
advise requirement / preference. 
Response:  
A-frame per BEAP.  
 
Question:  
Liquidated damages are specified to be calculated in accordance with the table included 
in the reference clause, using the Contractor's proposal amount as the basis of 
calculations. This MACC contract is anticipated to have delivery orders in the $20M to 
$50M range. The calculated LDs for each delivery order would be as follows: 
  For a $20M delivery order, LDs would be $9,950 per calendar day. 
  For a $50M delivery order, LGs would be $24,950 per calendar day. 
Response: 
The Liquidated damages will be computed in accordance with the Liquidated Damages 
chart based on each award amount on each task order.  
 
Question: 
It appears as if this table is intended for use on a smaller delivery order IDIQ Contract.  
For delivery orders in the $20M to $50M range, the resultant LDs are much higher than 
what would normally be anticipated, and appear to be far in excess of the damages that 
the Government would experience in the event of a delay in delivery of a Task Order.  
Please 
confirm that this is the appropriate table for use on this MACC project. 
Response: The Liquidated Damages Table is a requirement of Part 11 of the FAR.  The 
LDs will be computed in accordance with the contractor's proposal price on each task 
order. 
 
Question:  
AM0006 changed the page limit of the Technical Proposal from 100 pages to 45 pages.  
AM0006 also expanded the page limits on Factors 4 (10 pages), 5 (15 pages), and 6 
(20) pages, for a total of 45 pages.  It appears there are no allotted pages for Factor 3?  
Response: 
Factor 3 comes in with price proposal.  
 
Question:  
Amendment #0006 directed the replacement of Factor 3.  It appears that the text 
included with Amendment #0006 is identical to the text included in the original 
solicitation.  Please confirm that this information as presented in Amendment #0006 is 
correct. 
Response:  
Factor 3 in Amendment 0006 addresses the requirement for the Subcontracting Plan 
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Question:  
Has the water supply been tested by the user for MIC or other corrosive properties in 
accordance with UFC 3-600-01, 4-2.3.2 to allow the use of Schedule 10 piping?  Is 
Schedule 10 piping allowed when in accordance with UFC 3-600-10n?  Are text 
message boards required at exits for Mass Notification per UFC 4-021-01 and Navy 
criteria?  
Response: 
Please comply with the RFP. 
 
Question:  
Refer to Part 4 - Section G40 - Page 7, Item #G4020 site lighting.  The specification 
calls for LED lighting for site lighting fixtures.  At present none of the LED site light 
manufacturers had fixtures on the market last year.  There is no track record of 
installations to prove reliability or performance.  The cost of the fixture is roughly three 
or four times what HID fixtures cost. Please advise if it would be acceptable to bid LED 
site lighting as an betterment with HID as the  
base bid fixture.  HID lighting is installed at the site presently and has a proven track 
record for durability and energy efficiency.  
Response:  
Please comply with the RFP. 
 
Question:  
Per the referenced drawings, there is a note labeled "MH-1D: Point of connection to 
existing underground infrastructure for duct/manhole systems serving Academic Facility, 
Applied Instruction Facilities (A,B, and C)." Please confirm that this is the 
Manhole/Ductbank Connection Point for both OSP Fiber Optic and  
OSP Copper Cabling and that there is Existing Capacity in this Existing Ductbank to pull 
all of the New OSP Fiber Optic and OSP Copper Cabling from MH-2 (Fiber Connection 
Point) and MH-1A (Telephone (Copper) Connection Point) to each New Facility 
(Academic Building, Applied Instruction Facility A,B, & C). 
Response:  
Connection points labeled on the RFP Part 6 drawing indicate the point from which 
cabling and duct (direct buried conduit to the Emergency Weather Shelter) will extend to 
the new structure.  
  
Question:  
Confirm C Street between 3rd and 4th Streets, and 3rd Street between B and D Streets 
are to be under controlled access for the purpose of setbacks in support of AT / FP?  
Response: 
Please comply with RFP.  
 
Question:  
Do the Fly Sheets count as part of the page count in the proposal?  
Response:  
Index or tab pages are not counted.  
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Question: 
Are 11X17 sheets in the proposal counted as 1 or 2 pages? 
Response:  
These are counted as one page. 
 
Question:  
The certification in this section indicates that the Commissioning Authority certifies 
design submission are in compliance with contract documents.  Are they certifying the 
entire submission or those portions of the design that the CxA is traditionally involved, 
such as HVAC, Lighting, etc.? 
Response: 
Commissioning process activities shall be completed for energy-relate systems - the 
CxA certifies only those energy-related activities where commissioning is involved.  At a 
minimum, HVAC, lighting domestic hot water, and renewable energy systems. 
 
Question: 
The Commissioning Authority responsibilities outlined on Page 7 are similar to that of a 
Design Quality Control Manager.  Are these entities meant to be one in the same role?  
Response:  
CxA and Design QC manager are two distinct duties each with their own 
responsibilities. 
 
Question:  
Please confirm the building skin material / design features of the Armory adjacent to the 
proposed Secure Storage Facility, as the new facility skin is identified to match the 
existing adjacent structure?  
Response:  
Please comply with RFP.  
 
Question: 
Reference Floor 1, Administration Building, the Net SF is indicated at 27,665 SF with a 
Net to Gross factor of 1.25 making the Gross SF 34,581 SF.  The actual total for the Net 
SF is 31,405 SF (3,740 sf higher than stated) and applying the Net to Gross Factor 
again makes the Gross SF 39,256 sf (4,675 sf higher than stated).  Please advise 
regarding the correct square footages for the purposes of the Phase Ii submission.  
Response:  
See Amendment 7.  
 
Question:  
Reference Secure Storage Facility, one space is identified with a New square footage of 
840 sf, yet the total Net square footage is stated at 3,436 sf.  Please confirm if additional 
rooms exist in this structure, if not, please confirm if the correct Unit SF is actually 3,436 
sf. 
Response:  
See Amendment 7.  
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Question:  
Under the "MT Cadre / Combat Hunter" designation, two spaces for Team A and Team 
B are identified for "Primary Instructors"; however, in Chapter 5, only one listing is 
furnished for "Primary Instructor".  Please confirm the correct number of spaces for 
each billet.  Further, if the documents are correct, please confirm the room details apply 
to both "Primary Instructor" spaces for each Team.  
Response:  
Building Requirements gives the number of spaces.  Room Requirements describes the 
type of room. 
 
Question:  
Please confirm if it is acceptable to program mechanical / electrical spaces on Floor 2 
as needed to serve the Administration Building.  Currently, there is 180 sf on Floor 1 for 
the entire building for all services based on the Building requirements. 
Response:  
Confirmed 
 
Question:  
Room Requirements P-1268 Emergency Weather Shelter the floor construction has 
been indicated that it needs to be a "recycled shredded rubber on concrete slab".  What 
activities will take place in the emergency weather shelter?  Also, please verify if loose, 
shredded rubber or a solid rubber surface mat is required. 
Response:  
Please comply with RFP. 
 
Question:  
Mentions to furnish an intercom system integral with the phone system.  Most phone 
systems, like Nortel, have features on the actual phone that allow for 2 digit intercom 
communications. Can the government be more specific on exactly what type of intercom 
system they are looking for?  Some intercom systems only work with certain phone 
systems or are proprietary all together.  What phone system is the government using?   
Response:  
This issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user.  
  
Question:  
Will roof insulation be required at the Emergency Weather Shelter? 
Response:  
Please comply with the RFP.  
 
Question:  
AM #0006 maintained the Phase 2 proposal date of April 29, 2010.  We are requesting 
additional time of 2 to 3 weeks for finalizing our concept design, obtaining Subcontractor 
pricing and developing our proposal.  
Response: 
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See Amendment 7. 
  
Question: 
Please clarify the size of the workstations in Part 6, Collateral Equipment of the RFP.  
The Workstations are listed in the "Open Office Area (Bull Pen)" areas for each 
classroom.  Amendment 6 states the size is in Chapter 4, but please be more specific. 
Response: 
The issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question: 
Please clarify if the Infantry Team Leader Course listed in "Part 3, Chapter 4, Part 6" of 
the RFP is 1500 SF and is in addition to the Infantry Unit Leader Section in "Part 3, 
Chapter 4, Page 5" of the RFP which total 1960 SF.  It does not seem to be accounted 
for on the blocking and stacking diagram provided. 
Response: 
The issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question: 
Please indicate where the Applied Mock-Up Space listed in Part 6, Collateral Equipment 
(page 16 of 16) of the RFP is accounted for (size and description). 
Response: 
Applied Mock-Up Space is the Applied Instruction Building. 
 
Question: 
Part 3, Chapter 5, Page 102 of the RFP states that 80 lockers are required, but under 
the remarks section it states 10 double tier lockers.  Please clarify.  
Response: 
See Amendment 7  
 
Question:  
Part 3, Chapter 5, Page 102 states the occupancy is 20.  Under 'Other', it states 4 
shower heads are required.  Under showers it doesn't state an amount.  Confirm 
amount of showers required.  
Response: 
See Amendment 7. 
 
Question: 
Please confirm the number of desks, chairs, and workstations for the Combat Hunter 
Classroom.  Square footage allocated does not appear to be adequate for collateral 
equipment listed in RFP.  
Response: 
The issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
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Question: 
Part 3, Chapter 5, Page 73 SIM Lab states that it should be divided into four suites; 
each suite will have its own separate COC area.  Does this mean the 600 SF allocated 
for the Red Cell COC is divided in to four spaces at 150 SF each, or can the Red Cell 
COC area be located adjacent to the SIM Lab at 600 SF? 
Response: 
The issue is to be resolved by the Designer of Record.  After contract award the 
successful bidder will be involved in a Concept Design Workshop with the user. 
 
Question: 
Drawing A-102, Site Storage Building.  Please clarify if vehicular access must be 
maintained to building G710 during and/or after completion of this project. 
Response: 
Yes 
 
Question: 
Part 3, Chapter 3, 3.2.1 identifies the existing 8-inch waterline between Third and Fourth 
Streets is to be demolished.  Is the demolition of this line necessary if the proposed 
design can be implemented without the demolition?  
Response:  
Please comply with the RFP.  
 
Question: 
Please state where in the request for proposals is the Warranty of Construction clause 
is, or indicate that the contractor is not required to provide a warranty. 
Response: 
See Amendment 7.  
  
Question:  
A question was asked about the period of performance and the Government responded 
on page 7 of Amendment 6, that "This date might be changed in a future Amendment."  
Please clarify what the current period of performance is for the seed project should 
there be no change?  
Response: 
See Amendment 7. 
  
Question: 
The clause 52.236-22 Design Within Funding Limitations (APR 1984), added to the 
request for proposal in Amendment 6, is a clause that belongs in an architect and 
engineering contract.  Because the contractor is required to design and then construct 
for a fixed price, it seems odd that the Government would be concerned about the price 
of proposals received by the contractor. Nevertheless, per FAR 36.609-1(b), the dollar 
value in paragraph C of the clause should be  
established during negotiations between the contractor and the Government.  
Presumably, this number would be the awarded price of the contract, not the 
Government's estimated price.  
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Response: 
Clause 52.236-22 is included in the RFP to determine compliance with the funding 
limitations.  
  
Question: 
It is noted the project has been registered under LEED v2.2.  Are there 2 registrations 
for the 2 distinct building types, i.e. the Academic Building and the (3) Applied 
Instruction Buildings?  Or, is there only 1 registration for the full project, i.e. the 4 
buildings? 
Response: 
One registration for the full project. 
 
Question: 
Is it anticipated that CAMA (Coastal Area Management Act) permit submittal to 
NCDENR will be required with this project? 
Response:  
No.  
 
Question: 
Per the RFP Part 3, "Academic Facility" Section, Part 3.2 "Site Clearing and Demolition" 
states "This project will also require the demolition of an existing 8" water main in "C" 
Street between Fouth and Third Streets".  Is the line damaged in some way?  
Response:  
Please comply with the RFP. 
  
Question: 
Overhead Transformers to be removed - Who disposes of the overhead transformers to 
be removed when the overhead system is demolished,?  Do these transformers contain 
any known hazardous substances?  
Response: 
The contractor disposes of the transformers.  No known hazardous substances 

 

--End of Amendment -- 

 
  
 
 
SECTION 00700 - CONTRACT CLAUSES  
 
 
 
The following have been added by full text:  
         
52.246-21     WARRANTY OF CONSTRUCTION (MAR 1994) 
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(a) In addition to any other warranties in this contract, the Contractor warrants, except as provided in paragraph (i) 
of this clause, that work performed under this contract conforms to the contract requirements and is free of any 
defect in equipment, material, or design furnished, or workmanship performed by the Contractor or any 
subcontractor or supplier at any tier.  
 
(b) This warranty shall continue for a period of 1 year from the date of final acceptance of the work. If the 
Government takes possession of any part of the work before final acceptance, this warranty shall continue for a 
period of 1 year from the date the Government takes possession.  
 
(c) The Contractor shall remedy at the Contractor's expense any failure to conform, or any defect. In addition, the 
Contractor shall remedy at the Contractor's expense any damage to Government-owned or controlled real or 
personal property, when that damage is the result of--  
 
(1) The Contractor's failure to conform to contract requirements; or  
 
(2) Any defect of equipment, material, workmanship, or design furnished.  
 
(d) The Contractor shall restore any work damaged in fulfilling the terms and conditions of this clause. The 
Contractor's warranty with respect to work repaired or replaced will run for 1 year from the date of repair or 
replacement.  
 
(e) The Contracting Officer shall notify the Contractor, in writing, within a reasonable time after the discovery of 
any failure, defect, or damage.  
 
(f) If the Contractor fails to remedy any failure, defect, or damage within a reasonable time after receipt of notice, 
the Government shall have the right to replace, repair, or otherwise remedy the failure, defect, or damage at the 
Contractor's expense.  
(g) With respect to all warranties, express or implied, from subcontractors, manufacturers, or suppliers for work 
performed and materials furnished under this contract, the Contractor shall--  
 
(1) Obtain all warranties that would be given in normal commercial practice;  
 
(2) Require all warranties to be executed, in writing, for the benefit of the Government, if directed by the 
Contracting Officer; and  
 
(3) Enforce all warranties for the benefit of the Government, if directed by the Contracting Officer.  
 
(h) In the event the Contractor's warranty under paragraph (b) of this clause has expired, the Government may bring 
suit at its expense to enforce a subcontractor's, manufacturer's, or supplier's warranty.  
 
(i) Unless a defect is caused by the negligence of the Contractor or subcontractor or supplier at any tier, the 
Contractor shall not be liable for the repair of any defects of material or design furnished by the Government nor for 
the repair of any damage that results from any defect in Government-furnished material or design.  
 
(j) This warranty shall not limit the Government's rights under the Inspection and Acceptance clause of this contract 
with respect to latent defects, gross mistakes, or fraud.  
 
(End of clause)  
 
  
 
 
 
The following have been modified:  
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52.211-10     COMMENCEMENT, PROSECUTION, AND COMPLETION OF WORK (APR 1984) 
 
The Contractor shall be required to (a) commence work under this contract within 10  calendar days after the date 
the Contractor receives the notice to proceed, (b) prosecute the work diligently, and (c) complete the entire work 
ready for use not later than . 874 Calendar Days after the date the contractor receives the notice to proceed, or a 
calendar date. 
 
*  The time stated for completion shall include final cleanup of the premises.  
 
 
(End of clause) 
  
 
(End of Summary of Changes)  
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