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FINAL CONNECTION NOTE:

PLUMBER TO MAKE ALL CONNECTIONS TO ALL FIXTURES

TIONS:

=OUS CHINA CLINIC SERVICE SINK WITH SIPHON JET FLUSHING RIM, 1-1/2"

5PUD.

/IDE WITH SLOAN FLUSH VALVE, SERVICE SINK FAUCET, & BED PAN

1ER.

\NT FIXTURE ON TERRAZZO BASE.

DETAIL BASED ON "AMERICAN STANDARD", "CLINIC SERVICE

SINK"

SPECIFICATIONS:
1. SOLID SURFACE SINK REFER TO ARCHITECTURAL DRAWINGS.

2.  CHROME PLATED CAST BRASS SINGLE CONTROL CENTERSET FAUCET POLISH
CHROME PLATED FINISH, CERAMIC VALVE, LEVER HANDLE WITH COLOR INDEX, 0.5

GPM VANDAL RESISTANT AERATING SPRAY OUTLET, LESS POP-UP. AS

MANUFACTURED BY CAMBRIDGE BRASS. PROVIDE THERMOSTATIC MIXING VALVE

SET AT 110°F MAX (ASSE 1070).

3. CHROME FINISH CAST BRASS LOOSE KEY ANGLE STOPS WITH CHROME FINISH RIGID

SUPPLY RISERS. GRID STRAINER AND ADJUSTABLE 'P'-TRAP.
DETAIL BASED ON AMERICAN STANDARD, "OVALYN" SERIES

SPECIFICATIONS:

1.

SEAMLESS DIE DRAWN 18 GAUGE STAINLES
EXPOSED SURFACE POLISHED TO A NON-P(
INSULATED FOR SOUND AND CONDENSATE.

8" CENTER, TWO HANDLE BELOW DECKMOL
FINISH TRIM, CAST BRASS BODIES, BRASS ¢
RIGID/SWIVEL GOOSENECK SPOUT, STAND/
BLADE HANDLES, METAL HANDLES AS MANI

CHROME FINISH CAST BRASS LOOSE KEY A
SUPPLY RISERS. OFFSET GRID STRAINER A

DETAIL BASED ON ELKAY, "LUS

DESCRIPTION

TRAP

PIPE SIZES

HW cw WP VP

MOUNTING

MARK

DESCRIPTION TRAI

34" 1-1/4" 2' 1-112"

FLOOR

KITCHEN SINK

[30"Lx21"Wx6-1/2D] P-TR

SINK

KITCHEN SINK L

:R FURNISHED
STALLED

CONTROL, THERMOMETER,
> WHS HAND HELD SHOWER, &
\TIC MIXING VALVE SET AT 110°F

PIPE SIZES

HW cw WP VP

MOUNTING

SPECIFICATIONS:

1.

2.

SOLID SURFACE SINK REFER TO ARCHITEC

SINGLE LEVER DECKMOUNT FAUCET, POLIS
BRASS BODIES, BRASS SPOUT AND TRIM, H
NO LESS THAN 6" 0.5 GPM FLOW CONTROL ,
BY ELKAY. PROVIDE TEMPERATURE LIMITIN

CHROME FINISH CAST BRASS LOOSE KEY A
SUPPLY RISERS. OFFSET GRID STRAINER A
ADA APPROVED, VINYL MOLDED INSULATIO
DIRECTED BY THE ARCHITECT.

DETAIL BASEL

MARK

DESCRIPTION TRAP

PIPE SIZES

HW

cw

WP

VP

MO

3/ n

3/ n

2II

1-112"

ADA SINK

'P-TRAP

1/ n

1/ n

2II

1-112"

COl

 OFCI

PIPE SIZES
DESCRIPTION TRAP
MARK o W W P MOUNTING
P-3 LAVATORY 'P-TRAP 112" 112" 2' 1-112"
SPECIFICATIONS:
1. GALVANIZED STEEL RECESSED WALL BOX WITH PRIMER COAT. (2) 3/4" HOSE BIBB
WITH WATER HAMMER ARRESTORS & 2" STANDPIPE CONNECTION.
DETAIL BASED ON GUY GRAY
PIPE SIZES
DESCRIPTION TRAP
MARK o oW W P MOUNTING
p-7 WASHER WALL BOX 'P-TRAP 314" 34" 2' 1-112" WALL

ADA SINK FAUCET
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48" MAX
38" MIN
SPECIFICATIONS:
= 1. LAVATORY PROVIDED BY CASE WORK CONTRACTOR. REFER TO ARCHITECTURAL
DRAWINGS. PLUMBER TO MAKE ALL FINAL CONNECTIONS.
FLOOR
2. CHROME PLATED CAST BRASS SINGLE CONTROL CENTERSET FAUCET POLISH
SPECIFICATIONS: CHROME PLATED FINISH, CERAMIC VALVE, LEVER HANDLE WITH COLOR INDEX, 0.5 SPECIFICATIONS:
1. MOP BASIN SHALL BE 24"Wx24"Lx12"H NEO-CORNER TERRAZZO. GPM VANDAL RESISTANT AERATING SPRAY OUTLET, LESS POP-UP. AS 512 HS, SINGLE MODE HAND SHOWER WITH INLINE VACUUM BREAKER, WALL
SPECIFICATIONS: MANUFACTURED BY CAMBRIDGE BRASS. PROVIDE THERMOSTATIC MIXING VALVE CONNECTION, FLEXIBLE METAL HOSE CRADLE FOR HAND SHOWER MOUNTING

2 FAUCET SHALL BE EXPOSED YOKE WALL MOUNT UTILITY FAUCET WITH CAST SPACE SAVER RECESSED VALVE BOX WITH 1/4" TURN ANGLE STOP WITH SET AT 110°F MAX (ASSE 1070). DESIGN BASED ON SYMMONS.

BRASS BODY, T&S MODEL B-0665-BSTR, 1/4 TURN CERAMIC VALVE CARTRIDGES, COMPRESSION CONNECTION. FOR APPLIANCE WATER LINE.

INTEGRAL VACUUM BREAKER & WALL BRACE. PROVIDE WITH OFFSET SHANKS 3. CHROME FINISH CAST BRASS LOOSE KEY ANGLE STOPS WITH CHROME FINISH RIGID PROVIDE SYMMONS 4-5000VT X-34 VISU-TEMP SHOWER VALVE WITH CLEAR VUE

WITH INTEGRAL STOPS. 2. DESIGN BASED ON OAKLEY 38608 PLASTIC BOX. SUPPLY RISERS. OFFSET GRID STRAINER AND ADJUSTABLE 'P'-TRAP WITH ANSI AND THERMOMETER AND ADJUSTABLE STOP SCREW TO LIMIT HANDLE TURN. POLISHED

ADA APPROVED, VINYL MOLDED INSULATION WITH NYLON FASTENER KITS, PAINTED CHROME FINISH WITH 3/4" VALVE AND INTEGRAL SERVICE STOP-VALVE SHALL MEET
3. MOUNT FAUCET 36" AFF. BOTTOM OF BOX 6"-12" AFF. AS DIRECTED BY THE ARCHITECT. ASSE 1016.
DETAIL BASED ON FIAT, "TSBC 1610" SERIES DETAIL BASED ON OATEY DETAIL BASED ON SYMMONS
PIPE SIZES PIPE SIZES PIPE SIZES PIPE SIZES
MARK DESCRIPTION TRAP MOUNTIN DESCRIPTION TRAP MOUNTIN MARK DESCRIPTION TRAP MOUNTIN DESCRIPTION TRAP MOUNTIN
HW cw WP VP OUNTING HW cw WP OUNTING HW cw WP VP OUNTING HW cw WP VP OUNTING
P-9 FLOOR MOUNTED MOP BASIN 'P-TRAP 34" 314" 3 112" | FLOOR P-10 METAL ICE MAKER WALL BOX - - 12" WALL P-11 WALL MOUNTED LAVATORY 'P-TRAP 12" 112" 2' 1-112" M(;IYJAI‘\IL'IPED P12 ADA - SHOWER VALVE 'P'-TRAP 12" 112" 2' 112"
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PLUMBING NEW WORK FIRST FLOOR PLAN

NEW WORK NOTES
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SCALE: 1/8"=1-0"

WATER PROOFING NOTE: SPRINKLER NOTE:

PLUMBER TO COORDINATE ALL PENETRATIONS THAT OCCUR WHERE A KERDI
WATER PROOFING OR EQUIVALANT IS BEING APPLIED TO ENSURE THAT
PROPER SEATING OCCURS. REFER TO ARCHITECTURAL PLANS.

AUTHORITIES. SPRINKLER SYSTEM DESIGN SHALL BE BY HYDRAULIC
CALCULATIONS FOR ORDINARY HAZARD OCCUPANCY.

CONTRACTOR SHALL DESIGN AND PROVIDE A FULLY AUTOMATIC WET PIPE
FIRE EXTINGUISHING SPRINKLER SYSTEM TO PROVIDE COMPLETE COVERAGE
THROUGHOUT THIS BUILDING. SPRINKLER SYSTEM DESIGN, MATERIALS AND
INSTALLATION SHALL BE IN ACCORDANCE WITH NFPA 13, STATE, AND LOCAL

3" FD W/TP FOR WH-1.

PROVIDE ACCESS PANEL.

KEEP CEILING SPACE CLEAR FOR SKYLIGHT - REFER TO ARCHITECTURAL.
PROVIDE BALL VALVE ISOLATION, CIRCUIT SETTER AND CHECK VALVE ON HWR.
1-1/2" CW, 1-1/4" HW, 3/4" HWR TO WH-1.

PROVIDE ISOLATION VALVE AND STRAINER PRIOR TO RPZ IN VERTICAL.

4" SANITARY WP, 100 DFU'S INV. ELEV. = 3.5' BFF. REFER TO CIVIL FOR
CONTINUATION.

2" CW SERVICE, 109.85" SFU'S. REFER TO CIVIL FOR CONTINUATION.

6" FIRE SERVICE, REFER TO CIVIL FOR CONTINUATION.

PROVIDE WASTE AND WATER CONNECTIONS FOR P-10 AND P-5 IN WALL.
PROVIDE TRAP PRIMER UNDER SINK.

CONNECT TRENCH DRAIN. REFER TO ARCHITECTURAL.

PROVIDE 4" TO FDC, REFER TO CIVIL FOR CONTINUATION.

PROVIDE FREESTYLE LINEAR TRENCH DRAIN AS MANUFACTURED BY NOBLE

COMPANY. PROVIDE "PYRAMID" STYLE STRAINER. SIZES VARY REFER TO
ARCHITECTURAL PLANS FOR EXACT LOCATIONS.

ROOM SCHEDULE
ROOM # ROOM NAME
1000 CORRIDOR
1001 CORRIDOR
1002 CORRIDOR
1003 CORRIDOR
1004 CORRIDOR
1005 CORRIDOR
1006 CORRIDOR
1007 CORRIDOR
1008-1 CORRIDOR-1
1010 FAMILY ROOM
1016 VESTIBULE
1020 RESIDENT ROOM
1030 RESIDENT ROOM
1040 RESIDENT ROOM
1050 RESIDENT ROOM
1060 RESIDENT ROOM
1070 RESIDENT ROOM
1080 LOUNGE
1090 MULTI-PURPOSE ROOM
1091 CLOSET
1100 CLEAN
1110 SEASONAL CLOTHING
1130 OFFICE
1140 SOILED
1150 LAUNDRY
1160 JANITOR
1170 ELECTRICAL
1180 SPRINKLER
1190 RESIDENT ROOM
1200 RESIDENT ROOM
1210 RESIDENT ROOM
1220 RESIDENT ROOM
1230 RESIDENT ROOM
1240 RESIDENT ROOM
1250 ALL SEASON PORCH
1260 ENTRY VESTIBLE
1270 LIVING ROOM
1271 STORAGE
1272 STORAGE
1280 TOILET
1290 KITCHEN
1300 MEDS
1310 STAFF TOILET
1320 STAFF
1330 ADAPTIVE EQUIP STOR
1340 SHOWER/TUB
1350-1 MEDICAL SUPPLIES-1
1360 TOILET
1370 SHOWER/TUB
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SCALE: 1/8"=1-0"

SPRINKLER NOTE:

CONTRACTOR SHALL DESIGN AND PROVIDE A FULLY AUTOMATIC WET PIPE

FIRE EXTINGUISHING SPRINKLER SYSTEM TO PROVIDE COMPLETE COVERAGE

THROUGHOUT THIS BUILDING. SPRINKLER SYSTEM DESIGN, MATERIALS AND
INSTALLATION SHALL BE IN ACCORDANCE WITH NFPA 13, STATE, AND LOCAL
AUTHORITIES. SPRINKLER SYSTEM DESIGN SHALL BE BY HYDRAULIC

CALCULATIONS FOR ORDINARY HAZARD OCCUPANCY.

1] 3" INCH WASTE DOWN, 3" VENT UP THRU ROOF.
2 | 2" VENT THROUGH ROOF.
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113" VENT THRU ROOF.

2 | 2" VENT THRU ROOF.
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