RFI # 5

Q: Addendum number 2 indicated that the intent is to replace the Gymnasium system with a new heating and cooling system.  It implies that the desired location is in the existing ventilation system location.  The as-built drawings indicate an existing steam boiler serving the existing ventilation system.  Is the existing steam boiler still functional?  If not, is it the intent to provide a new boiler to serve the new Gymnasium HVAC system. 

A: Contractor is to provide HVAC for the gymnasium area ONLY, NOT the entire facility.  The location of the system is "Design Build", the location of this unit is NOT implied as comment below indicates.  What is their concern for the existing boiler?

Q: Please confirm the building will be vacant during the

construction period.

A: Building will not be vacant, contractor to coordinate work schedule with PM and customer.

Q: Who is responsible to move any furnishings, equipment etc. ?

A: Customer will move furniture and equipment

Q: The statement of objectives calls out 7 bid options, however the bid schedule only has two bid items (one for construction and one for design).  Is it the intent that all the work listed as options to be included in the base bid or will a revised bid schedule be issued?

A: I need a price for each Option separately (Options 3, 4, 5, 6, 7, 8, & 9)

