BID SCHEDULE
MUHJ 10-7009
CONSTRUCT UPGRADED GENERATOR, F. 768
BID ITEM NO.          DESCRIPTION
LUMP SUM

Bid Item 0001

Repair by replacement. Demolish the existing 450kW Generator, ATS and connecting equipment by removing the existing generator, fuel tank, ATS, Low voltage connection to the building power distribution, and all other necessary civil and electrical infrastructure work and related appurtenances as approved in the design submitted by the contractor.  The generator and associated equipment shall not be damaged during this process.  The generator shall remain Government Property, storage and delivery will be coordinated between the contractor and 633 CES/CEO.

Repair by installing a 600 kW emergency diesel generator, fuel tank, ATS, Low voltage connection to the building power distribution, and install all other necessary civil and electrical infrastructure work and related appurtenances.  All work shall be accomplished using the approved design submitted to 633 CES.  The generator shall be located in the same room as the one that was removed.  Any external monitoring connections shall be reconnected to the new equipment and verified to be operational. All work will be conducted in accordance with the Statement of work. 
$___________
Please Note: Upon submitting the cost proposal, an AF Form 3052 is required for this project in accordance with the General Provisions of the contract (Para 4.5).
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